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NEXT ASS‘Y: FINAL ASS'Y:

0 SHEET KEYNOTES
N00Z]  FINISHED SLAB ELEVATION OF SERVICE YARD IS 1037.75

w
e

- | ~ Noo3] PW/PCW LINES SHALL BE RUN AT A ELEVATION OF 1048.0. PIPING
SN Lro N S " SHALL PENETRATE THE FOUNDATION WALL AND BE FLANGED APPROXIMATELY
NG 10_45—-\ 4 OFLON @00 S ¢ 6" INCHES FROM THE INTERIOR FACE OF THE WALL. EXTERIOR PIPING SHALL

E ARCH DRAWING A3-10-46 EXTEND 5 FEET AND BE CAPPED.
EXTERIOR PIPING SHALL EXTEND 5 FEET FROM BUILDING AND BE CAPPED.

N007 | PIPES TO BE STUBBED 12" AFF WITH BLIND FLANGE FOR FUTURE CONNECTION.

Noo8 |  SUMP BASIN: 30" DIA. X 5—0" DEEP. THE POLYFIBER BASIN SHALL
BE ENCASED IN CONCRETE PIT (50" I.D W/ 6" WIDE WALLS). STEEL BASE
PLATES TO BASIN TO PIT.

GREASE INTERCEPTOR: 23"W X 32-1/4"LONG X 53-1/2" DEEP. INLET INVERT
AT —2'-10" (1053.69) BELOW FINISHED FLOOR. INTERCEPTOR TO BE ENCASED
IN 6" THICK CONCRETE ENCASEMENT PIT. ALLOW 2"+/- GROUT TO SET
FLUSH WITH FLOOR.

NO10 BACKFLOW PREVENTER SHALL BE OF THE REDUCED
PRESSURE TYPE
PROVIDE LOCKABLE BALL VALVE PER SPECIFICATION
15100
KEYNOTES
1/2" SWH, 1/2°SWC & 1—1/4’V DOWN INSIDE WALL TO COFFEE STATION.
FIXTURES TO INCLUDE SINK AND FAUCET SET.
1/2° PW, 1/2°PWH & 1-1/2°V DOWN INSIDE WALL TO LAB SINK. 1/2"PW & 1/2"PWH
DOWN TO FUME HOOD.  HOOD CUP SINK AND FAUCETS FURNISHED BY
HOOD VENDOR. LAB SINK & EYE WASH FURNISHED BY LAB CASEWORK VENDOR.
PROVIDE GOOSENECK LAB SINK FAUCET SET EQUAL TO CHICAGO FAUCET
MODEL #943 GN2BVB WITH INTEGRAL VACUUM BREAKER & WRIST HANDLES.
— ROUTE HORIZONTAL PIPING IN CASEWORK PIPE CHASE ON UNISTRUT SUPPORTS
1 1/2"ESW DOWN INSIDE_WALL TO EMERGENCY EYEWASH AND SHOWER.
o EYEWASH & SHOWER STATION SHALL BE FQUAL TO GUARDIAN
= 3/4" SWHS MODEL 1950 WITH BALL VALVE & PULL RING. SEE DETALL 11/P6.10.01
3/4" DS 1/2" PW, 1/2°PWH, 1/2" DIS, 1/2” DIR & 1-1/4°V DOWN INSIDE WALL TO
1/2 Q“Ey& " DRAIN TO SINK LAB SINK. ~ LAB SINK & HAND EYEWASH FURNISHED BY CASEWORK VENDOR.
1 1/2" V.~DN FOR PW & PWH: PROVIDE GOOSENECK LAB SINK FAUCET SET EQUAL TO CHICAGO FAUCET
(TYP.) MODEL #9043 GN2BVB WITH INTEGRAL VACUUM BREAKER & WRIST HANDLES.
rEE N Ty FOR DIS: PROVIDE GOOSENECK FAUCET EQUAL TO CHICAGO FAUCET MODEL 8708
Gotor 171/2° V=Up )
o ™
o]
0, | PROVIDE CHICAGO FAUCET ~1/2° DRAN TO SINK
818 1] ! GOOSENECK SPOUT No. 942
xS a . 1-1/2" DIS & DR GN2BVB 6" VACUUM BREAKER
W/ CAP & BV. (Typ.) W/ WRIST HANDLES (TYP.) |1-1/2" Dis & DIR
FOR FUTURE CONN W/ CAP & BV. (Typ.)
B — B+ | FOR FUTURE CONN.
(.:—H'é“'_'] ! :A: b | i [P-X1 b |
Gr—ior— S '
mp> ‘|34 caserd
| I w/ea & Bv. (Typ. _@
! 171/2” P ?IR )
CAP & BV. (Typ. S—9 |
E P OR FUTURE CONN. T T $ :
AN |-t ? ;
L Cd
N SEE "3 o< :
[ RE] :
| I L . : <F—'—*é*—3 g 3/4” CA & PD - 7>,) |PROVIDE CHICAGO FAUCET Ctor
| R /4" CA & B W/CAP & BV. (Typ.) SN ~—{GOOSNECK_ SPOUT No. 870-8 |
W/CAP & BV _ ; IFOR ALL DI. SINKS (TYP.) 1/2" DRAIN TO SINK ! X
D 1-1/2" DIS & DR | 4l — Jj BFP !
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SCALE: 1/8" = 1°-0"
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